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BEFORE THE HON’BLE NATIONAL GREEN TRIBUNAL,

PRINCIPAL BENCH, NEW DELHI
Original Application No. 202/2022

IN THE MATTER OF:

.M. Goswami & Anr ... Applicant
VERSUS

Govt. of NCT of Delhi .... Respondents

STATUS REPORT ON BEHALF OF DELHI POLLUTION CONTROL
COMMITTEE IN TERMS OF THE ORDER DATED 21.04.2022.

IT IS MOST RESPECTFULLY SHOWETH:

1. That this Hon’ble Tribunal took up the above referred matter on 21.04.2022
and was pleased to constitute a joint committee of DPCC and Deputy
Commissioner (West) to verify the factual position, against “Cloud 9 Group
of Maternity Hospital, Punjabi Bagh” for installation and operation of
industrial DG Sets and are being operated 24X7 adjacent on the boundary
wall of Pal Mohan Apartment which causes Air and Noise pollution and also

involves fire hazards.

2. That, a joint inspection was programmed for 17.05.2022 to the site. Office of
the DM (West) nominated Shri Praveen Kadiyan for joint inspection.
However, on the day of inspection, Sh. Parveen Kadiyan did not able to
attend the joint inspection due to some fire accident at Mundka. As
scheduled, inspection of the site was carried out by DPCC officials. During

the inspection, following were observed:

a. The HCF is having authorization under BMWM Rules, 2016 for 49
beds which is valid upto 19.09.2026. However, at present only 17 beds
are operational. Temporary storage of BMW provided.

b. It was reported that OPD facility in the HCF was started on 07.12.2021

and IPD facility was started on 27.12.2021.
c. Segregation of the BMW was found satisfactory at the source of

generation.
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d. Color coded bins are being used for collection of BMW. However, it
was observed that bio-hazard symbols have not been provided on some
bins.

e. Record of immunization, health checkup and BMW are being
maintained. The HCF has implemented the bar code system.

f. The HCF is having 2 DG sets of 380 KVA and 180 KVA capacity
which have been placed in individual acoustic enclosure. Adequate
stack height above roof level has been provided.

g. The premises of the HCF is on Rent and DG set of 180 KVA was
already existing while taking the premises on rent. A new DG set of
380 KVA was installed in the premises.

h. It was reported that after installation of 380 KVA DG set, there is no
need to operate 180 KVA DG set. However, Noise Monitoring of both
the DG sets was conducted by DPCC lab during the inspection.

i. It was observed that High Speed Diesel has been stored in 500 L tank.

j. 12 filled oxygen cylinders have been stored in a separate cabinet of 15’
x 2’ x 7.5’ size near DG set of 380 KVA.

k. Earlier sanctioned load was 23 KVA. Now the HCF has obtained
sanctioned load of 372 KVA in its own name in the month of March,
2022.

l. Log book of DG sets are being maintained which shows that DG sets
are not being operated regularly.

It reveals from the record of the HCF that now the DG Sets are not being

operated regularly.

Noise monitoring report of both the DG sets dated 31.05.2022 which shows
that DG set of 380 KV A is not meeting with the prescribed standards of Noise
level i.e. <75 dB (A) at 1m away from the enclosure surface and DG set of 180
KVA is not meeting the prescribed standards w.r.t. Ambient noise level i.e.,

<65 dB (A) and insertion loss i.e. >25 dB (A).

Copy of the inspection report dated 17.05.2022 and noise monitoring reports
are enclosed herewith as ANNEXURE-1 and 2. Copy of the authorisation

letter issued under BMW rules, 2016 is enclosed herewith as Annexure-3.

. That, DPCC issued a show cause notice to the HCF on 06.06.2022 under
section 31 (A) of the Air Act 1981 for levying of environmental compensation
charges of Rs 50,000/~ (Rupees Fifty Thousand only) for both the D.G. sets and

rectification of the deficiencies of the inspection was issued to the HCF on
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06.06.2022. Copy of the show cause notice dated 06.06.2022 is enclosed
herewith as ANNEXURE-4.

. That, DM (West) called a meeting held on 01.06.2022. As decided a joint
inspection of the HCF i.e Kids Clinic India Pvt. Ltd. (Cloud 9 Hospital) was
again conducted on 02.06.2022. During the inspection, Bio Hazard symbol was
missing at blue category bin, placed at Bio Medical waste storage site.
Observation during the Joint inspection are as under:

a. The HCF is 49 beded hospital and has valid authorization under
BMWM Rules, 2016 which is valid upto 19.09.2026.

b. HCEF has installed 2 DG sets of 380 KVA and 18 KVA

c. Representative of the hospital stated the OPD facility in the hospital
started on 07.12.2021 and IPD facility was started on 27.12.2021.
However on inspecting the log books of the Gensets it was found that DG
Sets have been operational Since 09/10/2021.

d. In addition, external diesel storing tank was found installed near
electrical room. Oxygen cylinders were also found stored in close
proximity.

e. On inspection, it was found that HCF does not have NOC from Fire
Department, however, representative of HCF stated that they have applied
for the same but could not produce any document in this regard.

f. On scrutiny of the logbooks of 380 KVA, it was observed that the
average running hour of 380 KVA DG Set is 16 to 18 hours a day till 22

Feb 2022.
g.. Use of D.G. Sets had considerably declined after the sanctioned load

was increased to 372 (kVA) from 23 kVA for the said premises.

Copy of the joint inspection report dated 02.06.2022 is enclosed herewith as
ANNEXURE-S.

5. That, above facts shows that D.G. Sets were being used well before the
commencement of the OPD and IPD in the HCF. Previously, due to lack of
appropriate Sanction Load, D.G. Sets were extensively used to cater to
uninterrupted power supply. During discussion with Health authorities it was
learnt that without the Fire NOC, Health Care Facility cannot operate beyond
1% Floor for providing medical facility like ICU, OT and NICU etc.
Therefore another visit was under taken by Revenue Department on
04/06/2022 to the said HCF and it was found that IPD, OT, NICU etc. are

operational beyond 1* floor.
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6. That the Hospital has not responded to Show Cause Notice issued for
levying of Environmental Compensation charges of Rs 50,000/- (Rupees
Fifty Thousand only). However, SDM, Punjabi Bagh has issued order dated
17.06.2022 to the Kids India Pvt. Ltd., directing them to pay compensation
of Rs 50,000/-(Rs 25,000+ Rs 25,000). Copy of the order dated 17.06.2022
for both the D.G. sets are enclosed herewith as ANNEXURE-6.(Colly)

It view of the above facts, it is humbly prayed that this Hon'ble National
Green Tribunal may be pleased to take the present report on record and pass

such further order as this Hon'ble Tribunal may deem fit and proper in the

facts and circumstances of the case. 9&
(PS. Minkai)

Sr. Environmental Engineer
Date: |9 ‘\O(‘l'L'L-

Place: Delhi
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DELHI POLLUTION CONTROL COMMITTEE
DEPARTMENT OF ENVIRONMENT, (GOVT. OF NCT OF DELHI)

el 5TH FLOOR, ISBT BUILDING, KASHMERE GATE, DELHI-110006
N visit us at : http://dpcc.delhigovt.nic.in

Inspection Report

Date of Inspection :- |7 '0 Y l%?ﬂf

L.

Name & Address of the HCF

M/e Kde (TP Dndfa Rt 4.
C(oud 9 Hogp?‘j’ag)

Plot Wo. | ww Averww sk Road

Rinjab? Bagh West DeQ-110062.¢

b2

Name of Owner and Contact Number
Moo Petathand SPrha

¢ BusPness Heaol)
A&T1332482]

Name of Contacted Person and
Contact number

Mito Psiechard S indha
CBeutness Haed)

A87332482
4, | Type of HCF
Bedded HeF
. Whether having valid agreement ~es/ No
with CBWTF
6. Whether having valid authorization vres/ No
under BMW Rules, 2016
7. | Whether color coded bins/ bags Vfes/ No

labeled with bio-hazard symbol
provided in HCF

e
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8. Whether segregation of waste is Wes/ No
practiced in accordance with
BMWM Rules?

9. | Whether generated bio-medical Jres/ No
waste is collected by concerned
CBWTF regularly?
10. | Name of Inspecting Officials L Sh, D k Sscivasiave CAEE ,wMC ]
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DELHI POLLUTION CONTROL COMMITTEE

R =

Air Laboratory

5™ Floor I.S.B.T. Building Kashmiri Gate Delhi-6

visit us at : http://dpcc.delhigovt.nic.in

Noise Monitoring Report

Result No-N/21-22/04/ [F >

1. Name & Address of the Unit

Date:- >((o7] %21~

M/s. Kids Clinic India Private Ltd. (Cloud 9 Hospital),
Plot No.1, NW Avenue Club Road, Punjabi Bagh, West,

New Delhi-26.
2. Date of Monitoring : 17/05/2022
3. Year of Manufacture :  After Jan. 2005
4. Time of Monitoring : 14:50 PM
RESULT
S.No Location Noise Remarks
Level
Ambient Noise Level at left side (rear) 61.8 Non-operational.
-of the unit in Leq dB (A)
2 Ambient Noise Level at left side (rear) 64.8 D.G.Set was operational.
of the unit in Leq dB (A)
3 Noise Level at 1.0 m away from the 76.1 D.G.Set was operational
enclosure surface in dB (A)
Note:

» The premises is used as Kids Hospital.
» The unit has two D.G.Sets one of 180 KVA and one of 380 KVA bearing engine nos.

25270383 and DV8.8206/2120040 with stack height 4.5 m and 5.0 m, above from building
height at left side in the premises. During monitoring one D.G.Set of 380 KVA bearing

engine no. DV8.8206/2120040 was operational.

Noise Monitoring was conducted as per the NGT order OA No. 202/2022 in presence of
representative of unit and concerned officials of BMW Cell, DPCC.

The D. G. Set monitored is not meeting the permissible limit, as per the G.S.R.371 (E) dated 17th
May 2002 and amended till date.

The Ambient Air Quality Standards in Respect of Noise as mentioned in The Environment
(Protection) Rules, 1986 Schedule II1 is land use based, so assessment of ambient Noise Level
shall be done, keeping in view the land use of the area where D.G. Set is installed.

mowmﬂ

Incharge Air Lab A.E.E

TRILOK CHARND
AEE
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w DELHI POLLUTION CONTROL COMMITTEE

T 1T 3 Air Laboratory
| 5" Floor I.S.B.T. Building Kashmiri Gate Delh i-6

visit us at : http://dpce.delhigovt.nic.in

Noise Monitoring Report

Result No-N/21-22/05/ |3 & Date:- ?(Idﬂ%ZL
1. Name & Address of the Unit :  M/s. Kids Clinic India Private Ltd. (Cloud 9 Hospital),
Plot No.1, NW Avenue Club Road, Punjabi Bagh, West,
New Delhi-26.
2. Date of Monitoring : 17/05/2022
3. Year of Manufacture . Before Jan. 2005
4. Time of Monitoring : 15:10 PM
RESULT
S.No Location Noise Remarks
Level
| Ambient Noise Level at left side (front) 63.7 Non-operational.
of the unit in Leq dB (A)
2 Ambient Noise Level at left side (front) 65.2 D.G.Set was operational .
of the unit in Leq dB (A)
3 Insertion loss of the acoustic enclosure 24.1 D.G.Set was operational
in Leq dB(A) :
Note:

» The premises is used as Kids Hospital.

> The unit has two D.G.Sets one of 180 KVA and one of 380 KVA bearing engine nos. 5270383
and DV8.8206/2120040 with stack height 4.5 m and 5.0 m, above from building height at left
side in the premises. During monitoring one D.G.Set of 180 KVA bearing engine no. 25270383
kept at front side was operational.

» Noise Monitoring was conducted as per the NGT order OA No. 202/2022 in presence of
representative of unit and concerned officials of BMW Cell, DPCC.

» The D. G. Set monitored is not meeting the permissible limit, as per the G.S.R.371 (E) dated 17th
May 2002 and amended till date.

» The Ambient Air Quality Standards in Respect of Noise as mentioned in The Environment
(Protection) Rules, 1986 Schedule III is land use based, so assessment of ambient Noise Level
shall be done, keeping in view the land use of the area where D.G. Set is installed.

R - )

Incharge Air Lab A.E.E
TRILOK CHAND
AEE
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DELHI POLLUTION CONTROL COMMITTEE
"~ (Government of N.C.T. of Delhi)
4th & 5th Floor, ISBT Building Kashmere Gate, Delhi 110006
visit us at: https://dpccocmms.nic.in

(AUTHORIZATION UNDER BIO MEDICAL WASTE MANAGEMENT RULES, 2016)

File number of authorization : DPCC/(1 1)(5)(01)/202 1/BMW/NST/AUTH/5741950
Application No: 6539347 Date:04/10/2021

1. M/s KIDS CLINIC INDIA PRIVATE LIMITED an occupier of the facility located at PLOT NO 1 NW
AVENUE CLUB ROAD PUNJABI BAGH WEST DELHI 110026 is hereby granted this authorization for
Generation, Segregation,Collection,Reception,Storage, Transportation, of Biomedical Waste at the premises
and for Transportation, Treatment and Disposal of Bio-Medical Waste through Common Bio-Medical Waste
Treatment Facility (CBMWTF) authorized by Delhi Pollution Control Committee.

2. Number of beds of HCF :

3. Quantity of Biomedical waste handled :  8.50 (Kg/day)

4, This authorization shall be in force for a period of Five Years and valid up to 19/09/2026.

5. This authorisation is subject to the conditions staéggmm and to such other conditions as may be specified
in the rules for the time bemg in force under the nv1ronmcnt (Protection) Act, 1986.

SRR

* Digitally sl
PANKAJ KAPIL ooz tioosizse wosss

(31205 1) oy O
Designation

: : “onditions-:-
1. The occupier shall comply ' of Bio-Medical Waste Management Rules, 2016 as
amended to date.

2. The authorization or its renewal shall be produced for inspection at the request of any officer authorized
by DPCC.

3. The occupier shall ensure that bio-medical waste is not mixed with other wastes and is segregated into
containers / bags at the point of generation in accordance with Schedule-I (part I).

4. The occupier shall have a valid agreement with the operator of a facility authorized by DPCC for
collection, transportation, treatment & disposal of the bio-medical waste. '

5. The Occupier shall hand over the bio-medical waste timely to the authorized operator of a facility duly
segregated, labelled, tagged and kept in proper containers for the collection, transportation, treatment &
disposal as per Rules.

6. The occupier shall inform the prescribed authority immediately in case the operator of facility does not
collect the bio medical waste with in the intended time or as per the agreed time.

7 The occupler shall maintain records of the Bio-Medical Waste generated and disposed of/ handed over.
The record shall be made available, for inspection & verification, to any officer authorized by DPCC.

8. In case of any major accident involving Bio-Medical Waste, the occupier shall report the accident in
Form-I, prescribed under the Rules, to DPCC. '

9. In case the Occupier is having a DG Set, he shall comply with the noise standards laid down vide Gazette
Notification of Ministry of Environment, Forest & Climate Change (MoEF&CC), Government of India































OFFICE OF THE SUB DIVISIONAL MAGISTRATE (PUNJAB! BAGH)
GOVERNMENT OF N,C.T. OF DELHI

MAIN ROHTAK ROAD, NANGLO!, DELHI-110041

- ! . /5«
No.F.25/SDM(PB)/POLLUTION/NGT/2021/ £33 Fx~ Dated;<¢ 't *-F/

ORDER

Whereas Delhi Pollution Control Committee (DPCC) vide Order No.

F.No.DPCC/(12)(1)(316)Air Lab/2021/184 dated 25.06.2021 fixed compensation to be paid by
the defaulter for violation of the Noise Pollution (Regulation and Control), Rules, 2000.

And whereas concerned Sub Divisional Magistrate shall be responsible for the
enforcement of Noise Pollution (Regulation and Control) Rules, 2000 as accepted by Hon'ble

National Green Tribunal.

And whereas concerned Sub Divisional Magistrate empowered to impose fine up to Rs.
1,00,000 /- on any person who commits breach of any of the directions/ guidelines given by
the Hon'ble National Green Tribunal and sealed/seized the running Diesel Generator Set

which is approved by CPCC/DPCC.

And whereas it is has been reparted that a D.G Set was found operational emitting
noise beyond the permissible limite by M/s.Kids Clinic India Private Ltd. (Cloud*9 Hospital)
17.05.2022 at Plot No.1, NW Avenue Club Road, Punjabi Bagh, West New Delhi-26 which is

causing environmental pollution and is in violation of the said orders of Hon'ble NGT.

Now, therefore, in pursuance of DPCC order dated 25.06.2021, I, SDM (Punjabi Bagh)
order that M/s.Kids Clinic India Private Ltd. (Cloud 9 Hospital) is liable to pay compensation

of Rs.25,000/- for polluting environment to be paid by Demant Draft in favour “Delhi
Pollution Control Committee” SBI Account No. 40071442347,IFSC code SBINO0OS715 to be

deposited at Office of the SDM (Punjabi Bagh), Main Rohtak Road, Nangloi, Delhi-110041

/

within 3 days of receipt of this order.

To,
M/s.Kids Clinic India Private Ltd. (Cloud 9 Hospital) e

at Plot No.1, NW Avenue Club Road,
Punjabi Bagh, West New Delhi-26

( gzﬁ/‘[(g, ’h\’Y'cU;/l; Hq_,@?ﬂ '/ﬂ, v{{'!,\,’qu. ) "
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